Minimum mastarm length shall be shoulder

GENERAL NOTES

Contract Item:
Temporary Floodlighting Luminaire

LUMINAIRE :
250 Watt High

width plus b feet.
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POLE:
Wood, class 2
(typical)
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Minimum
Clearance
3 feet

T

LIGHTING UNIT
INSTALLATION DETAILS

High Pressure Sodium:
For base - down to
horizontal operation.

Edge of Shaulder

Pressure Sodium:
Glare control shall be CUTOFF

Center of Light Source

LAMP:

35" Min.
— Mounting
Helght

Roadway Pavement Elevation

All dimensions given in millimeters unless noted.
Roadway Pavement
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Highway Division
STANDARD ROAD PLAN |RM-48

REVISION: NEW. Replaces Detatl Sheet 570-1. REVISIS
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